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.\ PONJUSYE CONG TY TNHH DV KHCN KHUE NAM
" . Committed to quality KHUE NAM TECHNOLOGY SCIENCE SERVICES CO., LTD

So: 2508974/KQKN
Ma sé6: 2508205-1
Trang 1|2

‘ KET QUA THU NGHIEM

Tén khach hang: CONG TY cO PHAN PAU TU SAlI GON VRG

Dia chi: L6 TT2-1 , Buwong D4, Khu Cong Nghiép Béng Nam, Xa Binh My,
Thanh pho H6 Chi Minh
Tén mau: NUOC SINH HOAT LAY TAI CONG B (PAU)
Tinh trang mau: MA&u nwéc, chiva trong chai kin ;ﬁ
~cop
. Q TRACH N
Ngay nhan mau: 14/08/2025 Théi gian the nghiém: 14/08 - 18/08/2025 l f . NDHIO%
\ )
. 2 \17 HU
Ngay tra két qua: 20/08/2025 o
Két qua: Xem trang 2/2
Két luan: Mau nwérc c6 céc chi tiéu dat theo Quy chuan ky thuat quéc gia va quy dinh

kiém tra, giam sat chat lwong nwéce sach st dung cho muc dich sinh hoat
QCVN 01-1:2014/BYT, ngay 31/12/2024

Phu trach Kiém nghiém KT. Giam Déc
—

Lé Nguyén Ha My

1. Két qua phan tich chi ¢6 gid tri trén mau thit/ This testing result is only valid on tested sample.

2. Khéng duoc te y sica doi Phiéu két qua thi nghiém dudi bat cir hinh thirc nao/ Do not modify the test report under any circumstances.

3. Khéng duoc trich dan mét phan Phiéu két qua thir nghiém trong cdc hoat dong co thé gay xung dét loi ich/
Do not cite any part of the test report in any activities that may cause conflict in interests.

4. Thong tin vé mau diwgc ghi theo véu cau khach hang / Information of sample is written as customer's request.

5. (*): Chi tiéu duoc VILAS cong nhan theo ISO/IEC 17025:2017/ (*): Parameters are accredited by VILAS (ISO/IEC 17025:2017)

6. KPH: khong phat hién. LOD: Gidi han phat hién / ND: Not Detected. LOD: Limit of detection

7. Déi véi chi tiéu phan tich vi sinh, két qua dugc biéu thi "< 10 CFU/ g" hodc "< 1 CFU/mL" hodc "< 10 CFU/mau" dwgc xem nhu khong phat hién /
For microbiological analyte, the results were expressed "< 10 CFU/g" or "< 1 CFU/mL" or "< 10 CFU/sample" can be considered as not detection.

Cong ty TNHH Dich vu 229 Pham Vian Bach, E-mail: info@khuenam.com
Khoa hoc Cong nghé Khué Nam Phuong 15, Quan Tan Binh,Tp. HCM Tel: 028.3815 3288 - 3815 8979 Hotline: 090 386 7964
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.\ KHUE NAM

Committed to quality

-/

CONG TY TNHH DV KHCN KHUE NAM

KHUE NAM TECHNOLOGY SCIENCE SERVICES CO., LTD

-

L X , 'hd% NAM
STT CHi TIEU PONVI | KETQUA \ Jitg’qud PHAP THUY
P\
KPH Ref. US EPA Method
01 {Arseni{fs) Mol lLob=0.0003) %9 | 2008 1994 (%)
02 | Clo du mg/L 0.58 0.2-10 | TCVN 6225-3:2011 (*)
i KPH Ref. SMEWW
03 Do dge By (LOD=0.30) £ 2130B:2023 (*)
i KPH | .
04 | Mau sic TCU a 15 TCVN 6185:2015 (*)
(LOD=5.00) e
'/d,;\\\\
- N9y \
2 B = 7 TY AN AN
05 | Muivi ; Khong c6 | KhONGCo |\ /oTH3ss wiivumz)
mui, vi la mui la tvy - |\=!
\"QGHEF',;(W//
06 |pH . 6.83 6.0-85 | TCUN 6492:2011 It |/
THO ’{ \/ i
| ISO 9308-1:2014/ Amd
07 | Coliforms CFU/100mL 0 <1 i
08 | Escherichia coli | CFU/100mL 0 <1 IS ASTB-1.2014f Amd
1:2016 (*)
Amoni (NHs3 va KPH . *
B e Pl | honed 1 TCVN 5988:1995 (*)
Chi sé KPH A
1S il e 2 TCVN 6186:1996 (*)

Cong ty TNHH Dich vu
Khoa hoc Cong nghé Khué Nam

229 Pham Van Bach,
Phuong 15, Quian Tan Binh,Tp. HCM

E-mail: info@khuenam.com
Tel: 028.3815 3288 - 3815 8979 Hotline: 090 386 7964

www.khuenam.vn

BM 7.5/1 (25/11/2024) LBH 05




.\ POT I \'E CONG TY TNHH DV KHCN KHUE NAM
" ; Committed to quality KHUE NAM TECHNOLOGY SCIENCE SERVICES CO., LTD

S6: 2508975/KQKN
Ma sé: 2508205-2
Trang 1|2

‘ KET QUA THU NGHIEM
Tén khach hang: CONG TY CO PHAN DAU TU SAl GON VRG

Dia chi: L6 TT2-1, Buong D4, Khu Cong Nghiép Bong Nam, Xa Binh My,
Thanh pho H& Chi Minh

Tén mau: NUO'C SINH HOAT LAY TAI CONG TY MINH NGAN (GITPA)
Tinh trang mau: MA&u nwéc, chiva trong chai kin
Ngay nhan mau: 14/08/2025 Théi gian the nghiém: 14/08 - 18/08/2025

Ngay tra két qua: 20/08/2025

Két qua: Xem trang 2/2
Két luan: Mau nwéc cé céc chi tiéu dat theo Quy chuan ky thuat quéc gia va quy dinh

kiém tra, giam sat chat lwong nwée sach st dung cho muc dich sinh hoat
QCVN 01-1:2014/BYT, ngay 31/12/2024

Phu trach Kiém nghiém Giam Déc

N

Lé Nguyén Ha My

1. Két qua phan tich chi c6 gid tri trén mau thit/ This testing result is only valid on tested sample.
2. Khéng duwgc tir ¥ sira doi Phiéu két qua thir nghiém dudi bat cir hinh thirc nao/ Do not modify the test report under any circumstances.
3. Khong duge trich dan mot phcm Phiéu két qua thir nghiém trong cac hoat dong co thé gay xung dot loi ich/
Do not cite any part of the test report in any activities that may cause conflict in interests.
4. Thong tin vé mau duoc ghi theo yéu cau khach hang / Information of sample is written as customer's request.
(*): Chi tiéu dugc VILAS cong nhan theo ISO/IEC 17025:2017/ (*): Parameters are accredited by VILAS (ISO/IEC 17025:2017)
6 KPH: khong phat hién. LOD: Gidi han phat hién / ND: Not Detected. LOD: Limit of detection
7. Doi véi chi tiéu phan tich vi sinh, két qua dwoc biéu thi "< 10 CFU/ g" hodc "< 1 CFU/mL" hodc "< 10 CFU/mau" dwoc xem nhuw khéng phat hién /
For microbiological analyte, the results were expressed "< 10 CFU/g" or "< 1 CFU/mL" or "< 10 CFU/sample" can be considered as not detection.

Cong ty TNHH Dich vu 229 Pham Vin Bach, E-mail: info@khuenam.com
Khoa hoc Cong ngh¢é Khué Nam Phuong 15, Quén Téan Binh,Tp. HCM  Tel: 028.3815 3288 - 3815 8979 Hotline: 090 386 7964

BM 7.5/1 (25/11/2024) LBH 05 www.khuenam.vn




.\ KHUE

Committed to quality
\/'

NAM

CONG TY TNHH DV KHCN KHUE NAM

KHUE NAM TECHNOLOGY SCIENCE SERVICES CO., LTD

qQ,
9
5]

TRACH NH i s i
DICH g

cons
1,

* \ KHUA HU' UNG N”‘ It
STT CHi TIEU DON VI KET QUA ‘ﬁnu@tNG PHAP THU
'1L~\\ v —;'
KPH Ref. US EPA Method
ot | Arseni(fs) MO lLop=0.0003) %% | 2008, 1994 ()
02 | Clo du mg/L 0.49 0.2-1.0 |TCVN 6225-3:2011 (*)
i KPH Ref. SMEWW.
03 | B0 due B (LOD=0.30) . 2130B:2023 (*)
04 | Mau sic TCU e 15 TCVN 6185:2015 (*)
(LOD=5.00) '
. - S =
05 | Muivi : Khongeo | Khonges |\ nri3ss - 0N
mui, vi la mui la CRARNIAN
EM UL HANNZ )
H VU 2
06 | pH : 6.76 6.0-85 | TCUN 6492:2011,6i) |
-  NAM 7 //
07 | Coliforms CFU/100mL 0 <1 ISELS300-1:20744 Amd
1:2016 (*)
08 | Escherichia coli | CFU/100mL 0 <1 150 9308-1:2014/ Amd
1:2016 (*)
Amoni (NHs3 va KPH ; *
oM i § ona 1 TCVN 5988:1995 (*)
Chi sé KPH a1+
1R o R e 2 TCVN 6186:1996 (*)

Cong ty TNHH Dich vu

229 Pham Van Bach,

E-mail: info@khuenam.com

Khoa hgoc Cong nghé Khué Nam Phuong 15, Quan Tan Binh,Tp. HCM Tel: 028.3815 3288 - 3815 8979  Hotline: 090 386 7964

www.khuenam.vn

BM 7.5/1 (25/11/2024) LBH 05




o\ POTAVAYE CONG TY TNHH DV KHCN KHUE NAM
"' Committed to quality KHUE NAM TECHNOLOGY SCIENCE SERVICES CO., LTD

0: 2508976/KQKN
Ma sé: 2508205-3
Trang 1|2

\ KET QUA THU? NGHIEM
Tén khach hang: CONG TY CO PHAN PAU TU SAI GON VRG

Dia chi: L6 TT2-1, Budng D4, Khu Céng Nghiép Bong Nam, Xa Binh My,
Thanh pho H6 Chi Minh

Tén mau: NU'O'C SINH HOAT LAY TAI CONG TY FIRST SOLAR (CUOI)
Tinh trang mau: Mau nwéc, chira trong chai kin

Ngay nhan mau: 14/08/2025 Th&i gian thtr nghiém: 14/08 - 18/08/2025

DICH

Ngay tra két qua: 20/08/2025 SR

Két qua: Xem trang 2/2
Két luan: Mau nuérc cé céc chi tiéu dat theo Quy chuan ky thuat quéc gia va quy dinh

kiém tra, giam sat chat Iwgng nwée sach s dung cho muc dich sinh hoat
QCVN 01-1:2014/BYT, ngay 31/12/2024

Phu trach Kiém nghiém

“M_

Lé Nguyén Ha My

1. Két qud phan tich chi ¢é gid tri trén mau thit/ This testing result is only valid on tested sample.
2. Khéng duogc tir y siea doi Phiéu két qua thir nghiém duci bat cir hinh thirc nao/ Do not modify the test report under any circumstances.
3. Khéng duoc trich dan mét phan Phiéu két qua thu nghiém trong cac hoat dong co thé gay xung dot loi ich/
Do not cite any part of the test report in any activities that may cause conflict in interests.
4 Théng tin vé mau dirgc ghi theo yéu cau khdch hang / Information of sample is written as customer's request.
(*): Chi tiéu dwoc VILAS cong nhan theo ISO/IEC 17025:2017/ (*): Parameters are accredited by VILAS (ISO/IEC 17025:2017)
6 KPH: khong phat hién. LOD: Gidi han phat hién / ND: Not Detected. LOD: Limit of detection
7. Déi véi chi tiéu phan tich vi sinh, két qua dwoc biéu thi "< 10 CFU/g" hodgc "< 1 CFU/mL" hodc "< 10 CFU/méu" dwoc xem nhu khong phat hién /
For microbiological analyte, the results were expressed "< 10 CFU/g" or "< 1 CFU/mL" or "< 10 CFU/sample" can be considered as not detection.

Cong ty TNHH Dich vu 9 Pham Vin Bach, E-mail: info@khuenam.com
Khoa hoc Cong ngh¢ Khué Nam Phuong l Quafm Tan Binh, Tp. HCM  Tel: 028.3815 3288 - 38158979 Hotline: 090 386 7964

BM 7.5/1 (25/11/2024) LBH 05 www.khuenam.vn




.\ POTIUI'E CONG TY TNHH DV KHCN KHUE NAM

KHUE NAM TECHNOLOGY SCIENCE SERVICES CO., LTD

Committed to quality
\./'

CORG RGHE 7“
STT|  CHITIEU PONVI | KET QUA W’\ i‘P\ﬁU’O'NG PHAP THUY
‘J,Y Py u \/
KPH Ref. US EPA Method
| Amsea (f) ML lLop=0.0003) %% | 2008 1994 ()
02 | Clo du mg/L 0.44 0.2-1.0 |TCVN 6225-3:2011 (¥)
i KPH Ref. SMEWW
03 |Doges i (LOD=0.30) € 2130B:2023 (*)
04 | Mau sic TCU e 15 TCVN 6185:2015 (*)
(LOD=5.00) '
S Khéng co Khéng coé %
05 | Muivi - ot sl | KNIQTH334 T-Y\:,‘//
HUUHAN \Z
. 4" B
06 |pH ; 6.80 6.0-85 |TCVN 6492:2011n)i ) £},
3 a& I
| ISO 9308-1:2014¢ Amd
07 | Coliforms CFU/100mL 0 <1 1:2016 (*)
08 | Escherichia coli | CFU/00mL 0 <1 (50 8808-1:2014/ Amd
1:2016 (*)
Amoni (NHs3 va KPH ; *
0y e L e 1 TCVN 5988:1995 (*)
Chi sé KPH oo (+
1R o R e 2 TCVN 6186:1996 (*)
+

Cong ty TNHH Dich vu 229 Pham Van Bach, E-mail: info@khuenam.com
Khoa hgc Cong nghé Khué Nam Phuong 15, Quian Tan Binh,Tp. HCM Tel: 028.3815 3288 - 3815 8979  Hotline: 090 386 7964

BM 7.5/1 (25/11/2024) LBH 05 Www.khuenamovn




